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PROJECT REFERENCE NO. SHEET NO.

UTILITY DESIGN ENGINEER

UC-06

PROP. 643 LF 12" WATER LINE

PROP. 91 LF 22" ENCASEMENT PIPE

PROP. 1 EA 12" VALVE

PROP. 1 EA RELOCATE FIRE HYDRANT

PROP. 1 EA RELOCATE WATER METER

ABANDON 88 LF 6" UTILITY PIPE

PROP. 91 LF 6" WATER LINE

ABANDON 116 LF 6" UTILITY PIPE

PROP. 118 LF 6" WATER LINE

ABANDON 473 LF 12" UTILITY PIPE

Y3 STA 11+50.00

WL-4 STA 0+00.00

TIE-IN TO EXISTING

BEGIN WATER LINE

Y3 STA 13+09.58 LT 56.9’

WL-4 STA 1+35.86

PROP. 22.5° BEND

Y3 STA 13+54.32 LT 65.9’

Y2 STA 42+00.00 RT 51.4’

WL-4 STA 1+70.72

PROP. 11.25° VERT. BEND

Y2 STA 42+00.00 RT 46.4’

WL-4 STA 1+75.72

BEGIN ENCASEMENT PIPE

Y2 STA 42+00.00 LT 44.6’

WL-4 STA 2+66.72

END ENCASEMENT PIPE

Y2 STA 42+00.00 LT 49.6’

WL-4 STA 2+71.72

PROP. 22.5° VERT. BEND

Y2 STA 42+00.00 LT 60.0’

WL-4 STA 2+82.10

PROP. 90° BEND
Y2 STA 44+80.00 LT 60.0’

WL-4 STA 5+62.10

PROP. 22.5°HORIZ. BEND

Y2 STA 45+11.72 LT 46.9’

WL-4 STA 5+96.43

PROP. 11.25° BEND

Y2 STA 45+50.00 LT 21.3’

WL-4 STA 6+42.47

WITH 45° BEND

TIE-IN TO EXISTING

END WATER LINE

Y3 STA 12+00.00 RT 12.7’

WL-5 STA 0+00.00

WITH 22.5° BEND

TIE-IN TO EXISTING

BEGIN WATER LINE

Y3 STA 12+15.37 RT 24.0’

WL-5 STA 0+20.00

PROP. 22.5° BEND

Y3 STA 12+57.81 RT 40.1’

WL-5 STA 0+70.45

PROP. 22.5° BEND

Y3 STA 12+75.00 RT 41.1’

WL-5 STA 0+90.45

WITH 22.5° BEND

TIE-IN TO EXISTING

END WATER LINE

Y2 STA 44+40.00 RT 49.8’

WL-6 STA 0+00.00

WITH 22.5° BEND

TIE-IN TO EXISTING

BEGIN WATER LINE

Y2 STA 44+78.47 RT 48.0’

WL-6 STA 0+38.51

PROP. 22.5° BEND Y2 STA 45+50.00 RT 14.5’

WL-6 STA 1+17.51

WITH 22.5° BEND

TIE-IN TO EXISTING

END WATER LINE

PHONE: 910-521-2458

CONTACT: GARRY HARRIS

UTILITY: 12" WATER LINE

2. TOWN OF PEMBROKE

    PHONE: 910-671-3485

    CONTACT: AL GRIMSLEY

    UTILITY: 6" WATER LINE

1. ROBESON COUNTY

UTILITY OWNERS ON THIS SHEET: P-4900A

PROPER WORK.
ASSEMBLIES, ONE AT EACH TIE-IN LOCATION, IN ORDER TO CONDUCT
CONTRACTOR WILL NEED TO INSTALL TWO (2) LINESTOP WITH BYPASS
6 HOURS. IF TIE-IN WORK WILL TAKE LONGER THAN THIS THEN THE
MAXIMUM SHUT DOWN TIME FOR THE TOWN OF PEMBROKE WATER LINE IS2.
PROPOSED ENCASEMENT PIPE SHALL BE GRADE B STEEL.
PROPOSED WATER LINE AND FORCE MAIN SHALL BE PVC C900 DR 18. 1.
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-Y2- PT Sta.  48+56.69

-Y2- PC Sta.  46+15.67

10
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-Y2-

-Y3
-

-Y3- PT Sta.  13+96.41

-Y3- POT STA 14+16.93

-Y2- POT Sta.  42+68.45=

-Y2- STA 47+00.00

END PROJECT P-4900
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